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City State Zip Code Phone
Survey
Date

Date of
Correction

BOAZ AL 35957 2565938380 07/15/2010 08/19/2010

BOAZ AL 35957 2565938380 07/15/2010 08/19/2010

BOAZ AL 35957 2565938380 07/15/2010 08/19/2010

BOAZ AL 35957 2565938380 07/15/2010 08/19/2010

BOAZ AL 35957 2565938380 07/28/2010 08/19/2010

BOAZ AL 35957 2565938380 07/28/2010 08/19/2010

BOAZ AL 35957 2565938380 07/28/2010 08/19/2010

BOAZ AL 35957 2565938380 07/28/2010 08/19/2010
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Deficiency Type Deficiency Category

HEALTH Resident Rights Deficiencies

HEALTH Resident Rights Deficiencies

HEALTH Quality Care Deficiencies

HEALTH Pharmacy Service Deficiencies

FIRE SAFETY Smoke Compartmentation and Control Deficiencies

FIRE SAFETY Hazardous Area Deficiencies

FIRE SAFETY Fire Alarm Systems Deficiencies

FIRE SAFETY Automatic Sprinkler Systems Deficiencies
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Deficiency Scope Level of Harm

Follow policies and procedures to

convey the resident's personal funds to

the appropriate party responsible after

the resident's death.

Few 2

Provide care for residents in a way that

keeps or builds each resident's dignity

and respect of individuality.

Few 2

Make sure that each resident gets a

nutritional and well balanced diet, unless

it is not possible to do so.

Few 3

Keep the rate of medication errors

(wrong drug, wrong dose, wrong time) to

less than 5%.

Few 2

walls or barriers that prevent smoke

from passing through and would resist

fire for at least one hour.

Few 2

construction that can resist fire for one

hour or an approved fire extinguishing

system.

Few 2

a fire alarm system that can be heard

throughout the facility.

Many 1

automatic sprinkler systems that have

been maintained in working order.

Few 2
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BOAZ AL 35957 2565938380 07/28/2010 08/19/2010

BOAZ AL 35957 2565938380 09/15/2011 10/07/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 09/21/2011 10/26/2011

BOAZ AL 35957 2565938380 08/23/2012 09/27/2012

BOAZ AL 35957 2565938380 08/23/2012 09/27/2012
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FIRE SAFETY Building Service Equipment Deficiencies

HEALTH Environmental Deficiencies

FIRE SAFETY Exits and Egress Deficiencies

FIRE SAFETY Emergency Plans and Fire Drills Deficiencies

FIRE SAFETY Fire Alarm Systems Deficiencies

FIRE SAFETY Automatic Sprinkler Systems Deficiencies

FIRE SAFETY Smoking Regulations Deficiencies

FIRE SAFETY Medical Gases and Anesthetizing Areas Deficiencies

FIRE SAFETY Electrical Deficiencies

FIRE SAFETY Electrical Deficiencies

HEALTH Environmental Deficiencies

HEALTH Resident Assessment Deficiencies
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properly protected cooking facilities. Many 1

Make sure that the nursing home area is

safe, easy to use, clean and comfortable

for residents, staff and the public.

Many 2

exits that are accessible at all times. Few 2

record of quarterly fire drills for each

shift under varying conditions.

Many 1

an approved installation, maintenance

and testing program for fire alarm

systems.

Some 2

automatic sprinkler systems that have

been maintained in working order.

Some 2

posted "No-smoking" signs in areas

where smoking is not permitted or did

not provide ashtrays where smoking

was allowed.

Few 2

proper medical gas storage and

administration areas.

Few 2

a separate and independent backup

electrical power source.

Few 2

properly installed electrical wiring and

equipment.

Some 2

Provide housekeeping and maintenance

services.

Few 2

Allow the resident the right to participate

in the planning or revision of the

Some 2
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BOAZ AL 35957 2565938380 08/23/2012 09/27/2012

BOAZ AL 35957 2565938380 08/23/2012 09/27/2012

BOAZ AL 35957 2565938380 08/23/2012 09/27/2012

BOAZ AL 35957 2565938380 08/28/2012 09/28/2012

BOAZ AL 35957 2565938380 08/28/2012 09/28/2012

BOAZ AL 35957 2565938380 08/28/2012 09/28/2012

BOAZ AL 35957 2565938380 08/28/2012 09/28/2012
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HEALTH Quality Care Deficiencies

HEALTH Quality Care Deficiencies

HEALTH Environmental Deficiencies

FIRE SAFETY Smoke Compartmentation and Control Deficiencies

FIRE SAFETY Smoke Compartmentation and Control Deficiencies

FIRE SAFETY Hazardous Area Deficiencies

FIRE SAFETY Building Service Equipment Deficiencies
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resident's care plan.

Assist those residents who need total

help with eating/drinking, grooming and

personal and oral hygiene.

Few 2

Give proper treatment to residents with

feeding tubes to prevent problems (such

as aspiration pneumonia, diarrhea,

vomiting, dehydration, metabolic

abnormalities, nasal-pharyngeal ulcers)

and help restore eating skills, if possible.

Few 2

Have a program that investigates,

controls and keeps infection from

spreading.

Few 2

walls or barriers that prevent smoke

from passing through and would resist

fire for at least one hour.

Some 2

smoke barrier doors that can resist

smoke for at least 20 minutes.

Some 2

construction that can resist fire for one

hour or an approved fire extinguishing

system.

Few 2

properly protected cooking facilities. Some 2
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